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Adaptive Tuning of Frequency Thresholds Using
Voltage Drop Data in Decentralized Load Shedding
Bakhtyar Hoseinzadeh, Student Member, IEEE, Filipe Miguel Faria da Silva, Member, IEEE, and
Claus Leth Bak, Senior Member, IEEE
Abstract—Load shedding (LS) is the last firewall and the most
expensive control action against power systemblackout. In the con-
ventional under frequency LS (UFLS) schemes, the load drop loca-
tions are already determined independently of the event location.
Furthermore, the frequency thresholds of LS relays are prespeci-
fied and constant values which may not be a comprehensive solu-
tion for widespread range of possible events. This paper addresses
the decentralized LS in which the instantaneous voltage deviation
of load buses is used to determine the frequency thresholds of LS
relays. The higher frequency thresholds are assigned to the loads
with larger voltage decay which are often located in the vicinity of
disturbance location. The proposed method simultaneously bene-
fits from individual UFLS and under voltage LS (UVLS) features
which operate in the power system without coordination. Numer-
ical simulations inDigSilent PowerFactory software confirm the ef-
ficiency of proposed methodology in the stabilization of the power
system after various severe contingencies.
Index Terms—Adaptive frequency threshold, decentralized
under voltage load shedding, protection relay.
I. INTRODUCTION
P OWER systems consist of numerous equipments withnonlinear dynamics and may not be properly protected
by constant and prespecified settings of under frequency load
shedding (UFLS) relays which are independent of the location
and magnitude of the disturbance [1], [2]. Moreover, there is
the risk of simultaneous operation of different relays distant
from the event location due to having the same frequency
threshold settings which may worsen the situation. To the best
knowledge of authors, there is no comprehensive and widely
used method to set the UFLS relay settings [3].
Dropping the loads distant from the disturbance place, may
cause transmission line over loading, worse voltage profiles
and power factor decline [1], [4]. Contrariwise, the load relief
close to the event point is strongly recommended [5]–[7]. The
buses nearby the failure place often experience larger voltage
reduction. The voltage is an available variable to measure lo-
cally in all load bus relays. Thus, voltage drop information may
be employed as a proper criterion of proximity to the failure
point in power system analysis [7]–[10]. As a result, the loads
may be classified to shed based on their voltage decay, which
means the loads with higher voltage drop are discarded first.
According to the proposed criterion, the LS process is initiated
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from the vicinity of the event location and radially propagates
in the power system, so that not only the frequency collapse is
prevented in time, but also the frequency returns back into the
normal range [5], [11].
The work carried out in [6] advocates of exploiting the reac-
tive power together with active power directly in the LS process.
This technique deals with the coordination of voltage and fre-
quency information in the centralized strategy of LS instead of
independent methods. The technique proposed in [7] tries to de-
termine the settings of frequency sensitive (FS) and frequency
droop (FD) relays off line using frequency and rate of change of
frequency (ROCOF) information under an abnormal condition.
Paper [9] concentrates on analyzing the overlooked factors
that influence the frequency gradient and result in misleading
information about the real active power deficit estimated using
ROCOF data. The main effort of [12] is a procedure to adapt
the prespecified LS steps of existing primary frequency con-
trol characteristics in order to gain an optimal LS plan by min-
imizing the total amount of shed load. Reference [11] proposes
calculation of shed load at each stage of frequency relay in a
stand-alone micro grid based on historical meteorological data
and the Markov two-state model. Furthermore, the shed load is
minimized and the lowest swing frequency is maximized using
the Genetic Algorithm (GA). The work reported in [10] focuses
on finding proper LS locations based on Voltage Stability Risk
Index (VSRI) criteria which is calculated for each load bus using
their voltage information that is assumed to be available through
a synchrophasor based wide area monitoring and control system
(WAMCS). The authors in [13] suggest the GA to minimize the
shed load at each stage of under frequency relay. The predictive
UFLS using frequency second derivative is proposed in [14] to
forecast the frequency trajectory and overcome lack of data or
wrong estimation of SFR method parameters.
According to [1], [9], and [10], the voltage deviation of load
buses may be a proper and effective criterion of proximity to the
event location. In order to find the most appropriate locations
for LS plan, the frequency threshold of LS relays are almost in-
stantly determined based on the voltage drop magnitude at their
load bus. The present work benefits from locally measured fre-
quency and voltage informations and hence implementation of
proposed method is more affordable and simpler than the cen-
tralized LS methods which require fast and reliable communi-
cation systems [1].
This paper is organized as follows: The importance of voltage
dynamics in analysis of the power system stability is investi-
gated in Section II. The proposed solution to coordinate the
UFLS and UVLS schemes under a new LS procedure is pre-
sented in Section III. The simulation set up and results are dis-
cussed in Sections IV and V, respectively. Finally, the paper is
concluded in Section VI.
0885-8950 © 2014 EU
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II. NECESSITY OF CONSIDERING VOLTAGE
DYNAMICS IN POWER SYSTEM STABILITY
Nowadays, the growing concern about the incidents initiated
by voltage root causes has located in the center of attention [15].
Besides, assigning a separate category of instability classifica-
tion to the voltage instability shows the importance of voltage
dynamical behavior in the power system stability area [16]. The
significance of voltage profile was stressed from different aspect
of views in many literatures which are briefly reviewed in this
section [5], [12].
The shortage of active power is often accompanied by deficit
in reactive power and the lack of active/reactive power is re-
flected in the voltage profile of the load buses [9]. Any LS
scheme in which the dependency of the loads to the voltage vari-
ation is overlooked may not be effective in practice.
According to [16], the voltage instability is a phenomena of
a local nature and if it is not prevented in time by proper control
actions, it may spread to neighbor areas and even to the entire
power system. Since the frequency which is measured locally
at load buses is a common factor across the whole network and
does not contain useful information about the event location, the
voltage instability and its geographical region may be detected
only based on the voltage data.
In the decentralized control strategy which is the main effort
of the present work, there is no communication link between
relays involved with LS scheme. Therefore, the magnitude and
location of the event are unavailable. Although, the aforemen-
tioned information are unknown and inaccessible in a decen-
tralized LS scheme, the voltage deviation is linearly determined
by them [17]. Hence, a more accurate and reliable measure of
sensitivity to the scale and place of perturbation is the voltage
deviation of load buses, i.e., a quantity that is locally available.
The sensitivity of each individual load bus to a given incident
may be reflected via their voltage deviation. It means that the
load buses with more sensitivity to the disturbance, experience
a larger voltage drop. Therefore, the load buses may be classi-
fied in term of their voltage drop which is proportional to their
sensitivity.
Utilizing the voltage drop data in the centralized strategy of
the LS program have been proposed by numerous literatures as
an appropriate and efficient criterion for determining the loca-
tion of disturbance [1], [7], [9], [10], but application of voltage
decay has rarely been employed in the decentralized strategy, es-
pecially for online and dynamically determining the frequency
thresholds of the LS relays.
III. DECENTRALIZED AND ADAPTIVE UFVLS APPROACH
A. Adaptive Tunning of Frequency Thresholds Using Voltage
Drop Information
This paper addresses the decentralized strategy of the LS pro-
cedure and it assumes that there is no communication link be-
tween LS relays. Therefore, the only variables involved in the
proposed method are the local voltage and frequency. In the tra-
ditional LS relays, the instantaneous value of voltage (for fre-
quency measurement) and the value of voltage (for under
voltage blocking function) are measured. Hence all of necessary
informations required to implement in the proposed method are
already accessible in a typical relay. As a result, there is no need
to add extra hardware to the existing LS relays and modification
of their algorithm (software programming) may be enough to re-
alize the suggested approach [18].
The global chronological order of the load curtailment for
the loads contributing in the LS scheme throughout the entire
power system is arranged based on instantaneous voltage de-
viation from the pre-disturbance value. It means that, it is no
longer necessary to set the frequency thresholds of the relays
one by one manually in an off line procedure. A dynamic fre-
quency threshold is automatically calculated and attributed to
the relay stages instead of a constant, static and predefined fre-
quency thresholds for the widespread range of disturbances. The
frequency thresholds of different relays are continuously up-
dated based on the voltage drop at the load buses. The buses
with higher voltage decline are relatively allocated frequency
thresholds closer to the upper limit of the permissible range
( ). During the frequency decline, the frequency reaches these
thresholds sooner and hence, the corresponding load feeders are
shed earlier than the other load feeders. Depending on the mag-
nitude of the voltage decay at the load buses, the frequency
thresholds of distinct relays may have large differences, small
differences, some overlap or even exactly same values.
In order to formulate the scheme mathematically, a frequency
relay with stages is considered in a given load bus which
is participating in the LS scheme. The idea is formulated as
follows:
(1)
(2)
(3)
(4)
(5)
where
• is the voltage of the load bus;
• is the steady state value of voltage before the event/s;
• is the voltage deviation from ;
• is the base frequency threshold;
• is the trigger frequency of the LS scheme;
• is the lower limit of permissible frequency range;
• is the base frequency threshold offset;
• is the maximum voltage drop;
• is the frequency threshold of the th stage;
• is the index of the stage;
• is the local frequency threshold offset;
• is the total number of stages;
• is the nominal frequency of power system.
The voltage deviation of the load bus from the pre-disturbance
value ( ) is calculated in (1). As reported in [19], the voltage
profile may often have some natural minor fluctuations before
and after the disturbance/s and even in the steady state condition.
Since this type of inherent oscillations in real power systems
may not be simulated properly by simulation software, there-
fore in order the scheme to be efficient in practice, the afore-
mentioned fluctuations should be suppressed by an appropriate
low pass filter to pass the significant voltage deviations only.
Each relay has a base frequency threshold ( ) which spec-
ifies the relative position of frequency threshold deployment of
the relay in the permissible frequency range and it is calculated
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according to (2) using base frequency threshold offset ( ).
The base frequency threshold offset ( ) in (3) indicates the
proximity of the base frequency threshold ( ) of the current
relay to the trigger frequency of the LS scheme ( ), which
varies depending on the voltage drop of the load bus ( ).
The frequency thresholds of different stages are calculated
using base frequency threshold ( ) and local frequency
threshold offset ( ) in (4). According to (4), the successive
stages of the relay have a same local frequency threshold offset
( ) which is also specified in (5) in term of voltage decay
of the load bus ( ).
In case of need to prioritize some special feeders of the load
bus, this may be done in the proposed scheme by connecting
the outputs of the relay with lower frequency thresholds (the
stages with higher index of ) to the higher priority feeders [5].
It means that they will be among the last feeders to be shed in
the aforementioned load bus.
Assigning a lower frequency threshold to a given feeder
explicitly means that the feeder is relatively shed with some
more delay rather than before, since it takes more time for
the frequency to cross this lower frequency threshold. Thus,
manipulating the frequency threshold of a given stage, indi-
rectly changes the stage delay. This shows that there is a strong
correlation between key parameters of the frequency relays
such as frequency threshold and the delay between different
stages and they are not completely independent.
B. Time Delay Between Consecutive Stages
The time delay between consecutive stages of the LS relay
is another important key factor influencing the efficiency of the
LS. The delays should be determined carefully to avoid unnec-
essary postpone in the load discarding process which may cause
not only delayed control of frequency collapse instead of min-
imum possible time, but also may even allow the frequency to
exit from permissible frequency range of the LS scheme ( to
) [20]. The delays need to be minimized to quickly restore
the frequency to the acceptable continuous operating range as
soon as possible [5], [11]. If the frequency collapse is not pre-
vented by proper control actions in time, the generating units
may be forced to operate out of their permissible boundary of
frequency ( Hz of their nominal range) for a period longer
than the sustainable time of their frequency protection relay [5].
Therefore, the generating unit may be disconnected from the
grid by the respective protection unit and the power system will
encounter a much worse case called cascading events which
may be harder than before to overcome due to the unpredictable
dynamical behaviors of the power system.
Contrariwise, some literatures emphasize that too short delay
time between successive stages may be unable to ignore any
transient dips in the frequency profile [5], [21]. Besides, since
the time gap between the moment that frequency reaches a given
threshold and the moment in which the load is exactly shed typ-
ically requires 10 to 14 cycles of delay (relay and circuit breaker
operating times) which needs to be considered as the minimum
amount of delay in the algorithm [5]. Although, the stage time
delays are not directly determined by the proposed scheme, they
may vary from a few cycles to several seconds depending on
the ROCOF and local frequency threshold offset ( ) [5].
In order to respect the practical delays related to the relay and
Fig. 1. Flowchart of the proposed LS scheme.
circuit breaker operating times, the minimum time between dif-
ferent stages of a given relay is determined as follows:
(6)
where and are the time cycle of the sinusoidal waveform
and nominal frequency of power system, respectively, and is
the number of delay cycles ( ). The time between consecutive
stages ( ) may be estimated based on measured ROCOF from
the relay bus bar and the local frequency threshold offset ( )
calculated in (5) as follows [5]:
(7)
By extracting the term from (7) and substituting in (6), the
lower limit of is approximated:
(8)
The quantity of calculated in (5) should also satisfy the
inequality expressed in (8) as follows:
(9)
C. Trigger Criterion of the LS Plan
The decision making process of the proposed LS scheme is
illustrated in details as a flowchart in Fig. 1. Under normal con-
dition, all of feeders ( ) are connected to the load bus and
their status bits are reset ( ), indicating that none of the
stages have been operated yet. Several conditions need to be
met in order to trigger the LS plan. The first condition is that the
ROCOF quantity must be negative ( ) as can be observed
in the flowchart in Fig. 1. Although, this inequality needs to be
satisfied, it may not be sufficient to trigger the LS scheme, since
the ROCOFmay have negative values due to the frequency fluc-
tuations inside the permissible range. According to [5], instanta-
neous value of ROCOF may sometimes be misleading and the
supervision of ROCOF value by another variable such as fre-
quency may lead to a more secure LS scheme. The LS plan is
triggered if the frequency declines below the trigger frequency
of LS scheme ( ) introduced in Section III-A. Besides, the
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quantity of should be carefully determined in order to pro-
vide sufficient response time for eventually available primary
load/frequency controls or other countermeasures in the system
[5], [22], as the LS plan is the last firewall and at the same
time the most expensive solution against frequency collapse
[12], [21].
The remaining checkpoints are associated with the distinct
stages of the relay at different thresholds ( ) which have been
calculated in Section III-A. According to the rest of checkpoints
in the flowchart, each individual feeder is disconnected if fre-
quency profile crosses the frequency threshold of corresponding
feeder and its status bit of the stage is zero ( ).
The number of assigned thresholds are selected based on the
number of available stages in the employed relay ( ) [12]. The
higher frequency thresholds [corresponding to the lower values
of in (4)] are generally allocated to the feeders with lower
priority by default, unless the arrangement has been manually
changed by utility operators for any special reasons. As different
arrangements of feeder priority may be chosen during the equip-
ment installation, all of checkpoints are regularly checked in all
iterations as can be seen in the flowchart. However, under any
circumstances, the lower thresholds should be assigned to the
feeders with higher priority. In case of having any uninterrupt-
ible loads, their status bit may be manually set ( ) using
either provided hardware switches or user interface panel avail-
able on the protection device in order to avoid their outage under
any conditions. The new settings are applied to the LS procedure
when the next restart of the microprocessor relay takes place at
the initialization phase of registers.
IV. SIMULATION SETUP
In order to evaluate the effectiveness of the proposed con-
trol scheme, the 39 bus IEEE standard test system depicted in
Fig. 2 is selected as case study [6], [10], [23]. The 4th-order SM
model is used for all generators. The SMs are equipped with the
IEEE standard governor GOV-IEESGO and automatic voltage
regulator AVR-IEEEX1. The details of the system data can be
accessed in [23].
The dependency of load’s active and reactive power to the
voltage and frequency in term of different type of loads is de-
fined in (10) and (11) [5]. Moreover, the relevant parameters and
the Share (s) of different types of loads such as type , and
in the load model is given in Table I of [16, Appendix]:
(10)
(11)
Since in practice, shedding the feeders of the load buses are pos-
sible instead of shedding a specific amount of load, the proposed
scheme deals with selection of proper feeders in order the ap-
proach to be implemented in practice. The loading percentage
of distinct feeders in term of different loads of the test system
Fig. 2. The 39-bus IEEE standard test system.
is presented in Table II of Appendix. For the sake of comparing
the result of proposed scheme (AUFVLS) to the conventional
UFLS, the parameters of both methods are available in Table III
[2] of the Appendix.
V. SIMULATION RESULTS AND DISCUSSION
In order to assess the efficiency of the proposed scheme, a
set of numerical simulations is conducted in DIgSILENT Pow-
erFactory 15.0 software. Three different scenarios with severe
contingencies in distinct areas of the power system, e.g., mul-
tiple cascading events, small and big islanding with various ac-
tive/reactive power deficit level have been chosen as distur-
bance and the results are compared to the performance of the
conventional UFLS scheme. The goal is to return the frequency
and bus voltages back to the permissible range in acceptable
time period and localizing the LS plan as much as possible close
to the event location.
A. Scenario 1
In the first scenario, cascading events including outage of
generator G9 connected to the bus 38 at 2 s as the initiating
event followed by overloading and hence tripping the transmis-
sion line 16–19 at 5 s (Fig. 2) is considered as a serious distur-
bance with the capacity of 1970 MW ( of system gener-
ation). Figs. 3–6 show the simulation results throughout 60 s of
time simulation. The power system is in the steady state before
the first event at 2 s and all of variables are in the normal range
such as frequency which is stable at .
The line outage creates a small island including buses 19, 20,
33, and 34, generators G4 and G5, and the load 20 beside of the
rest of the power system. The frequency of island starts to in-
crease up to 62.5 Hz as a result of exceeding the generation from
the existing load. Bringing the frequency of the island (Fig. 3)
down to the normal range is basically fulfilled by reducing the
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Fig. 3. Scenario 1: the grid and island frequencies.
Fig. 4. Scenario 1: the chronological order of LS (AUFVLS).
generation through relevant primary and maybe secondary con-
trol and therefore is out of scope of the LS scheme duty.
Although the voltage profile of both proposed method
(AUFVLS) and conventional UFLS scheme are in the range
and the UFLS yields better post-disturbance steady state
voltage values, the UFLS is unable to bring the frequency
back to the acceptable range above . There is the risk of
more cascading events (outage of other SMs) in case of no or
insufficient spinning reserve and maintaining the frequency
below the trigger frequency of underfrequency protection relay
of the SMs beyond their tolerated time [5].
Moreover, the UFLS method involves all of nearby and dis-
tant power system loads (19 loads) except the load 20 which is
located inside the island. Involving all of system loads in the LS
program is unpractical and is not recommended at all [6]. Dis-
tributing the active power deficit between all 19 loads of the net-
work results less dispersion in bus voltage values as mentioned
before, whereas the AUFVLS method deals with only 8 loads
in the vicinity of the perturbation place which have been men-
tioned in the legend of Figs. 4 and 6. The chronological order of
the load curtailments demonstrated in Fig. 4 in which the loads
Fig. 5. Scenario 1: the voltage deviation from (AUFVLS).
Fig. 6. Scenario 1: the voltage deviation from (UFLS).
16 and 24 are completely shed and the loads 25, 29, 21, 28, 23,
and 15 are partially curtailed.
B. Scenario 2
The second scenario consists of 4 cascading events in which
the transmission lines 16–17, 25–26, 2–3, and 3–4 are tripped
consecutively due to their overloading condition at 2, 4, 5, and
6 s, respectively (Fig. 2). As a result, a big island including G9
and loads 29, 28, 26, 27, 18, and 3 is separated from the rest of
the power system with G9 as the new reference machine (slack
bus) in the island. The load-generation mismatch in the island
is about 564 MW ( of remained generation) which may
be accounted as a very severe contingency. Figs. 7–10 show
the simulation results of scenario 2 throughout 60 s of time
simulation.
Unlike the previous scenario in which the island suffers from
over generation, in this case the rest of power system experi-
ences the surplus generation (Fig. 7) and the frequency of grid
is stabilized at almost equal to 61 Hz. Although in the incipient
phase of LS process, the UFLS method prevents the frequency
downfall in a higher value and even sooner than AUFVLS, the
This article has been accepted for inclusion in a future issue of this journal. Content is final as presented, with the exception of pagination.
6 IEEE TRANSACTIONS ON POWER SYSTEMS
Fig. 7. Scenario 2: the island and grid frequencies.
Fig. 8. Scenario 2: the chronological order of LS (AUFVLS).
UFLS is inefficient in post-disturbance steady state value of fre-
quency beyond 63 Hz and the island suffers from over LS which
is undesired. In contrast, the AUFVLS stabilizes the frequency
inside the acceptable boundary with remarkably less voltage
deviations in the load buses. By comparing the voltage profile
of both AUFVLS and UFLS methods presented in Figs. 9 and
10, respectively, it is demonstrated that the proper LS decisions
may not be always made by UFLS method, i.e., shedding the
loads with higher voltage decay. The incorrect distribution of
load curtailment in UFLS method leads to voltage profiles out
of range ( ) which may damage the equipments of both
utility and customers.
On the contrary to the previous scenario in which the target
area of the LS scheme was almost the whole of the network, in
current scenario the target area is a small part of the network
and therefore the selection set of loads participating in the LS
plan are same for both methods (loads 26, 27, 28, 29, 18, and
3). It means all of loads are almost close to the event locations
(tripped lines) and are influenced by the perturbation.
The differences between the methods are due to the differ-
ences in the selection set of feeders rather than the loads. In the
UFLSmethod, all of distant and nearby loads are contributing in
the LS plan with the same number of feeders due to the same fre-
quency thresholds which have already been predefined off line
Fig. 9. Scenario 2: the voltage deviation from (AUFVLS).
Fig. 10. Scenario 2: the voltage deviation from (UFLS).
for the same stages. Inversely, the AUFVLSmethod triggers dif-
ferent number of feeders for each individual load, depending on
their bus voltage deviation. In this case, 4 stages of load 26, 2
stages of loads 29 and 28, and one stage of loads 27, 18, and 3
are totally rejected (Fig. 10).
C. Scenario 3
The cascading events of the current scenario occur in a place
far from two previous scenarios. The transmission line 6–11 is
suddenly lost at 2 s followed by over loading of line 4–14 which
results outage of it at 4 s. The two remaining power flow paths to
this area (lines 1–39 and 3–4) are overloaded in a same manner
and are simultaneously disconnected at 5 s. Finally, the area con-
sisting of generator G1 and the loads 39, 4, 7, and 8 is islanded
at 5 s. A relatively large island is separated from the rest of the
power systemwith generator G1 as the reference machine (slack
bus). The load-generation mismatch in the island is about 1347
MW ( of remained generation) which may be consid-
ered as a challenging contingency.
Figs. 11–14 demonstrate the simulation results of this sce-
nario. According to the Fig. 11, same as the previous scenario,
the reaction of the UFLS method to the event is faster in com-
parison to the performance of AUFVLS, but from steady state
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Fig. 11. Scenario 3: the island and grid frequencies.
Fig. 12. Scenario 3: the chronological order of LS (AUFVLS).
frequency aspect of view, the response of UFLS method (fre-
quency above 61.5 Hz) is not acceptable due to the unnecessary
extra LS, while the frequency is settled in time inside the per-
missible range by AUFVLS method.
Comparing the voltage profiles of both UFLS and AUFVLS
methods (Figs. 13 and 14) reveals that the performance of
AUFVLS in the post-disturbance load bus voltages, i.e., having
voltages closer to the pre-disturbance values, are much better
than UFLS method. In the AUFVLS method 4, 1, and 1 stages
of the loads 4, 39 ,and 7 are shed, respectively (Fig. 12),
whereas in the UFLS method the first two stages of all of
available loads (4, 7, 8, and 39) in the island are curtailed.
In order to compare AUFVLS with UFLS method from shed
load aspect of view, the total shed load in term of methods and
scenarios is shown in Table IV of the Appendix. Due to the
insufficient LS in scenario 1, the UFLS method is unable to
return the frequency to the permissible range (Fig. 3) and in the
scenarios 2 and 3, the UFLS method causes over LS (Figs. 7
and 11) which are not desired.
By comparing the frequency profile of different scenarios, it
can be revealed that AUFVLS causes more smooth frequency
behavior (advantage) due to provision of different frequency
thresholds which are determined based on voltage drop at load
Fig. 13. Scenario 3: the voltage deviation from (AUFVLS).
Fig. 14. Scenario 3: the voltage deviation from (UFLS).
buses and hence avoiding large resulting from simulta-
neous shedding of corresponding stages in distinct loads due to
the same frequency threshold as happens in classical UFLS.
VI. CONCLUSION
The loads closer to the event location experience a larger
voltage drop and need to be shed first. In this paper the fre-
quency thresholds of the LS relays are determined on line based
on their voltage deviation from the pre-disturbance value. The
frequency thresholds are adaptively specified based on location
and magnitude of the disturbance/s. It means that higher fre-
quency thresholds are assigned to the LS relay of the loads that
experience more voltage decay. Different scenarios of severe
contingencies including cascading, combinational events and is-
landing confirm that the setting of protection equipments may
be dynamically, rapidly and properly determined according to
the current status of the power system.
APPENDIX
Table I lists the voltage and frequency dependency of loads;
Table II lists the load percentage of feeders before the distur-
bance/s; Table III lists the simulation parameters of different
methods; and Table IV lists the total shed load (MW).
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TABLE I
VOLTAGE AND FREQUENCY DEPENDENCY OF LOADS
TABLE II
LOAD PERCENTAGE OF FEEDERS BEFORE THE DISTURBANCE/S
TABLE III
SIMULATION PARAMETERS OF DIFFERENT METHODS
TABLE IV
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